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Modeling, Control, and Stability
Analysis of Heterogeneous
Thermostatically Controlled
Load Populations Using Partial
Differential Equations
Thermostatically controlled loads (TCLs) account for more than one-third of the U.S.
electricity consumption. Various techniques have been used to model TCL populations. A
high-fidelity analytical model of heterogeneous TCL (HrTCL) populations is of special
interest for both utility managers and customers (that facilitates the aggregate synthesis
of power control in power networks). We present a deterministic hybrid partial differen-
tial equation (PDE) model which accounts for HrTCL populations and facilitates analy-
sis of common scenarios like cold load pick up, cycling, and daily and/or seasonal
temperature changes to estimate the aggregate performance of the system. The proposed
technique is flexible in terms of parameter selection and ease of changing the set-point
temperature and deadband width all over the TCL units. We investigate the stability of
the proposed model along with presenting guidelines to maintain the numerical stability
of the discretized model during computer simulations. Moreover, the proposed model is a
close fit to design feedback algorithms for power control purposes. Hence, we present
output- and state-feedback control algorithms, designed using the comparison principle
and Lyapunov analysis, respectively. We conduct various simulations to verify the effec-
tiveness of the proposed modeling and control techniques. [DOI: 10.1115/1.4030817]

1 Introduction

In this paper we present, for the first time, an analytical model
for HrTCL populations. Also, we provide rigorous analysis to ver-
ify stability and accuracy of the proposed model. We design and
investigate output feedback and state feedback for reference
power tracking objectives. This work follows the long line of ana-
lytical and numerical modeling of TCL populations including
heating, ventilation, and air conditioning (HVAC) systems, partic-
ularly for demand response studies in power networks [1–14].

One can refer to Refs. [12,14] among the very first reports that
used statistical and stochastic analysis to develop an aggregate
model of TCLs. The effect of capital stock, lifestyle, usage
response, and price impacts on power curves has been studied in
Refs. [5,13]. Mortensen and Haggerty [11] presented a brief sur-
vey on five different TCL modeling techniques developed up to
1990. More recently, TCL modeling has gained extensive atten-
tion [1–4,6–10,15,16].

Coupled Fokker–Planck equations (CFPE), derived in
Ref. [12], present statistical aggregate electrical dynamics for a
homogeneous group of devices. A perturbation analysis yields the
dynamics for a nonhomogeneous group. Equations (10)–(18) of
Ref. [12] include CFPE, four algebraic boundary conditions, and
two ordinary differential equations (ODEs) to guarantee probabil-
ity conservation. Moreover, the expectation of the operating state
of the homogeneous population is given by another ODE defined
by Eq. (43) in Ref. [12]. The proposed model does not provide
direct access to manipulate the deadband and set-point tempera-
ture which makes the controller design process a hard task to
achieve. An exact solution to the CFPE which describes the aggre-
gate behavior of TCL populations is presented in Ref. [8]. Also,

Callaway [8] demonstrated the potential to provide ancillary serv-
ices by remotely manipulating thermostat set-points, particularly
to balance fluctuations from intermittent renewable generators.

Another statistical model based on the “state bin transition
model” has been developed in Ref. [10], a formal abstraction of
which is presented in Ref. [9] to relax some of the assumptions in
Ref. [10]. These statistical models rely on probability analysis and
distribution functions to predict TCL population evolution.

A simpler deterministic model with ability to manipulate the
set-point temperature using the sliding mode control (SMC) has
been presented in Ref. [1] which eliminates the difficulties associ-
ated with statistical modeling and control techniques. The authors
propose two averaged transport PDEs coupled on the deadband
boundaries to model the population of on and off units. Using fi-
nite differentiation, the authors present bilinear dynamics for the
purpose of power control. The model of Ref. [1] does not account
for the effect of heterogeneity in TCL populations.

Moura et al. [2] used diffusion–advection PDEs to simulate the
damping effect of heterogeneous populations in the power
consumption curve. Also, the latter paper presents a distributed
identification technique to estimate the parameters of the
diffusion–advection PDEs. The diffusion–advection model of
Ref. [2] is developed based on a phenomenological observation
and it requires tuning the diffusion coefficient. On the contrary,
our proposed analytical model captures the TCL population power
dynamics using the system’s physical characteristics and requires
no tuning.

We highlight our objectives as follows: (1) We develop analyti-
cal deterministic PDE dynamics for HrTCL populations which
precisely simulate power changes under environment temperature
fluctuations. Each group of homogeneous TCL units shares four
transport PDEs coupled through four algebraic boundary condi-
tions on four different temperature levels. (2) We investigate the
stability of the proposed model along with presenting guidelines
to guarantee the numerical stability of the discretized dynamics.
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(3) We design output- and state-feedback control algorithms such
that the system tracks a defined power curve regardless of envi-
ronmental temperature variation. We actuate the set-point temper-
ature which is a common input for all the TCLs. Because of its
ability to estimate the power consumption dynamics, the proposed
model could be augmented into load management programs. Also,
one can use the proposed model to study power control via price
incentives or to analyze the impact of various demand response
policies.

The rest of this paper is organized as follows: Sec. 2 presents
the model development. We discuss model stability in Sec. 3.
Model discretization and its numerical stability for simulation pur-
poses along with model verification are presented in Sec. 4. Sec-
tion 5 describes the output- and state-feedback design and
provides stability analysis of the power control loop. The simula-
tion results are given in Sec. 6. Section 7 concludes the paper.

2 Aggregate PDE-Based Model

The operating state of an individual TCL is controlled by a ther-
mostat whose state depends on temperature. It can be modeled as
a hybrid system including one continuous state, temperature, and
a discrete state, operating status, e.g., cooling or heating, as intro-
duced in Ref. [14].

We consider the heterogeneity effect by dividing the TCL pop-
ulation into m homogeneous TCL groups. Assume that the tem-
perature of TCL unit j in group i and environmental temperature
are xij and xe, respectively. As shown in Fig. 1, each TCL unit is
modeled as a thermal capacitance, Ci kWh/ �C, in series with a
thermal resistance, Ri

�C/kW, for i ¼ 1; 2;…;m. All physical pa-
rameters are considered as constant values in each homogeneous
group. The discrete state zij, modeled by a Schmitt trigger switch
shown in Fig. 2, denotes whether the load is on or off. The power
injected to each unit in TCL group i equals Pi kW.

The hybrid dynamics of unit j in TCL group i for a cooling sys-
tem are defined as follows:

dxijðtÞ
dt
¼ xeðtÞ � xijðtÞ � zijðtÞSiðtÞRiPi

RiCi
(1)

zijðtÞ ¼
1 xijðt� dtÞ � xH

zijðt� dtÞ xL < xijðt� dtÞ < xH

0 xijðt� dtÞ � xL

8><
>: (2)

for i ¼ 1; 2;…;m and j ¼ 1; 2;…; ni, where xL ¼ xsp � r and
xH ¼ xsp þ r, where xsp is the set-point temperature, and 2r is the
deadband width. A proper combination of temperature resistance
and cooling power ensures temperature drop during on state. This
necessary condition is given as

xeðtÞ � xijðtÞ < RiPi (3)

and will be used in model stability analysis. We assume that the
entire TCL population shares the same xsp and r. The utility

manager has the ability to override a group’s control system by
turning off the supply switch, SiðtÞ ¼ 0. We assume that SiðtÞ is
normally closed, SiðtÞ ¼ 1. The aggregate power is given by

yðtÞ ¼
Xm

i¼1

Pi

gi

SiðtÞ
Xni

j¼1

zijðtÞ
 !

(4)

where gi is the performance coefficient for TCL group i.
We assume uniform environmental temperature, xe, for all TCL

units. We assume x 2 ½xmin; xmax�, where the lowest and highest
feasible temperatures are given by xmin and xmax, respectively. As
shown in Fig. 3, we select a homogeneous population of TCLs
that have identical hybrid dynamics (1) and (2) and are subject to
the same control within a load management program, the same
SiðtÞ [12]. The density of the TCL units per temperature is a distri-
bution over i. This distribution is given by li;klðt; xÞ for TCL group
i. Subscript k denotes if TCLs are on (k¼ 1) or off (k¼ 0). Sub-
script l denotes the temperature region a, b, and c corresponding
to x 2 ðxH; xmaxÞ; x 2 ðxL; xHÞ, and x 2 ðxmin; xLÞ, respectively.

Since we develop our model for arbitrary homogeneous TCL
group i, from this point onward we drop subscript i from the distribu-
tion function. However, one should keep in mind all states are one-
dimensional temporal and two-dimensional spatial (x, i). In each ho-
mogeneous group, the TCL flux which indicates the number of TCLs
passing a certain temperature per second is obtained as follows:

uðt; xÞ ¼ lðt; xÞDx

Dt
(5)

Taking the limit of the above equation when Dt! 0 and using
Eq. (1) gives

uðt; xÞ ¼ lðt; xÞ xeðtÞ � x� zSRP

RC
(6)

which indicates the relationship between time and temperature
density of TCL units. We are interested in finding a time–
temperature differential equation which describes the evolution of

Fig. 1 Equivalent electrical circuit of a TCL unit

Fig. 2 Characteristic of the switch modeled as a Schmitt
trigger

Fig. 3 Distribution functions of TCLs in three regions
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lðt; xÞ over time at a certain temperature level. Hence, we present
Fig. 4 to obtain the relationship between variation of TCL popula-
tion flux, uðt; xÞ, with respect to temperature and variation of TCL
population distribution, lðt; xÞ, with respect to time.

In order to understand Fig. 4, we assume two extreme cases.
First, TCLs time constant, RC, is considerably large such that tem-
perature variation of a TCL unit is negligible. Hence, temperature
of TCL units evolves with zero slope which means flux variation
over temperature is zero. Second, the time constant is consider-
ably small. Under this condition, temperature of each TCL unit
evolves with infinite slope which means all units instantly change
place between xL and xH. This means lðt; xÞ does not change over
time.

When RC changes in a moderate fashion, we have a combina-
tion of both features. TCL population distribution is time-varying,
introduced by lðt; xÞ. TCL population flux, uðt; xÞ, indicates the
number of TCL units passing through a certain temperature at a
given time. Since TCLs do not appear or disappear inside a
time–temperature window without passing the window bounda-
ries, then the total rate of variation of TCLs in a time–temperature
window is zero

lðtþ Dt; xÞ � lðt; xÞ
Dt

þ uðt; xþ DxÞ � uðt; xÞ
Dx

¼ 0 (7)

Taking the limit of the above equation when Dt! 0 and Dx! 0
and using Eq. (6), we obtain

@lðt; xÞ
@t

¼ � @

@x
lðt; xÞ xe � x� zSRP

RC

� �
(8)

which defines the system dynamics of the TCLs in all regions of
Fig. 3

@lklðt; xÞ
@t

¼ � @

@x
lklðt; xÞ

xe � x� kSRP

RC

� �
(9)

where kl ¼ 0c; 0b; 1b; 1a. We need four boundary conditions to
solve the dynamic equations of Eq. (9). The flux is conserved at
xH and xL

u0bðt; xHÞ þ u1bðt; xHÞ ¼ u1aðt; xHÞ (10)

u0bðt; xLÞ þ u1bðt; xLÞ ¼ u0cðt; xLÞ (11)

then using Eq. (6), we obtain

l1bðt; xHÞ ¼ l1aðt; xHÞ þ k0l0bðt; xHÞ (12)

l0bðt; xLÞ ¼ l0cðt; xLÞ þ k1l1bðt; xLÞ (13)

for all t 2 ½0;1Þ, where

k0 ¼ �
xe � xH

xe � xH � RP
> 0 (14)

k1 ¼ �
xe � xL � RP

xe � xL
> 0 (15)

Since there is no unit higher than xmax or lower than xmin, the fol-
lowing conditions are valid:

l1aðxþmaxÞ ¼ 0 (16)

l0cðx�minÞ ¼ 0 (17)

for all t 2 ½0;1Þ, where temperatures higher than xmax are shown
by xþmax and temperatures lower than xmin are shown by x�min. The
system of Eq. (9) along with Eqs. (12), (13), (16), and (17) defines
the evolution of TCLs over time and temperature for every
i ¼ 1; 2;…;m. The number of on units per i equals

qiðtÞ ¼
ðxH

xL

li;1bðt; xÞdxþ
ðxmax

xH

li;1aðt; xÞdx (18)

where i ¼ 1; 2;…;m, and the power consumption for the entire
TCL population is calculated as

yðtÞ ¼
Xm

i¼1

Pi

gi

qiðtÞ (19)

3 Model Stability

In an operating cooling system, after transient is passed, there
are no TCL units in regions a and c. All TCL units are in region b
in either on or off state and system dynamics are given as

@l1b

@t
¼ � xeðtÞ � x� RP

RC

� �
@l1b

@x
þ 1

RC

� �
l1b (20)

@l0b

@t
¼ � xeðtÞ � x

RC

� �
@l0b

@x
þ 1

RC

� �
l0b (21)

with the following boundary conditions:

l1bðxHÞ ¼ k0l0bðxHÞ (22)

l0bðxLÞ ¼ k1l1bðxLÞ (23)

Transport PDEs of Eqs. (20) and (21) have the same reaction term
with constant coefficient 1=RC. The advection coefficient in both
equations is time-varying with positive value in Eq. (20) and
negative value in Eq. (21).

The total population of TCL units is given as

WðtÞ ¼
ðxH

xL

ðl1bðt; xÞ þ l0bðt; xÞÞdx (24)

which is a positive-definite function and its time derivative is
zero. This observation guarantees unvarying population which
also means the system has a pole at the origin. The proposed pop-
ulation function, W(t), and its time derivative do not provide fur-
ther details on the system dynamics. Assuming a constant
environment temperature, xe, we use Laplace transformation to
solve the system of Eqs. (20) and (21). The Laplace transforma-
tion of function f(t) is given as

Lf ðsÞ ¼
ð1

0

e�stf ðtÞdt (25)

where s is a complex number. Applying Laplace transformation to
Eqs. (20) and (21) gives

Fig. 4 Population variation of on units over an infinitesimal
time–temperature window. The graph is presented for a homo-
geneous population.
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@

@x
Ll1bðs; xÞ ¼ �

RCs� 1

xe � x� RP

� �
Ll1bðs; xÞ (26)

@

@x
Ll0bðs; xÞ ¼ �

RCs� 1

xe � x

� �
Ll0bðs; xÞ (27)

Since xe is assumed constant, we can solve Eqs. (26) and (27)
for x

Ll1bðs; xHÞ
Ll1bðs; xLÞ

¼ xH � xe þ RP

xL � xe þ RP

� �RCs�1

(28)

Ll0bðs; xHÞ
Ll0bðs; xLÞ

¼ xe � xH

xe � xL

� �RCs�1

(29)

Using boundary conditions (22) and (23) in Eq. (28) gives

Ll0bðs; xHÞ
Ll0bðs; xLÞ

¼ xe � xL

xe � xH

� �
xH � xe þ RP

xL � xe þ RP

� �RCs

(30)

Recall

1 ¼ e62k0pj; j ¼
ffiffiffiffiffiffiffi
�1
p

; k0 ¼ 0; 1; 2;…; (31)

then from Eqs. (29) and (30), we obtain

s ¼ 6k0xj (32)

where

x ¼ 2p

RCln
ðxe � xLÞðxH � xe þ RPÞ
ðxe � xHÞðxL � xe þ RPÞ

� � (33)

which indicates that the system response only happens at certain
frequencies. System parameters and environment temperature, xe,
define the base frequency, x. According to Fourier transforma-
tion, the time response is composed of infinite number of oscilla-
tors with central frequency of k0x. This indicates the TCL
population has one pole at the origin and infinite number of
conjugate poles on imaginary axis. The results of this section are
presented in the following statement.

Remark 1. System dynamics of Eqs. (20) and (21) with bound-
ary conditions of Eqs. (22) and (23) guarantee unvarying TCL
population. Moreover, the system poles are distributed on the
imaginary axis as given by Eq. (32).

4 Finite Difference and Numerical Verification

In Sec. 3, we investigated model stability in continuous time
and space. However, for numerical simulation the equations need
to be discretized. Recall that the units in regions a and c eventu-
ally enter the deadband and the system dynamics are given by
Eqs. (20) and (21) with boundary conditions of Eqs. (22) and (23).
Regardless of the selected discretization method, uncoupled dis-
cretized versions of Eqs. (20) and (21) remain stable. Variation of
TCL population caused by population rollover on the boundaries,
defined by Eqs. (22) and (23), can destabilize the system. Hence,
the boundary conditions (22) and (23) need to be modified to
ensure stability after system discretization.

We suggest the forward and backward finite-difference methods
for on and off units, respectively. However, care has to be taken
that the population of the TCL units remains unchanged during
the numerical simulation. This property is achieved by maintain-
ing one pole at zero as described in Remark 1. As shown in Fig. 5,
we divide the deadband region into N equal temperature bins, Dx.
By applying the method of finite difference to Eqs. (20) and (21),
we get

dli

dt
¼ ða� aiÞli þ aili�1 (34)

dlNþi

dt
¼ ða� aNþiÞlNþi þ aNþilNþi�1 (35)

where i ¼ 2; 3;…;N;l1 ¼ k1l2N ;lNþ1 ¼ k0lN ; a ¼ 1=ðRCÞ, and

ai ¼
ðxe � xiÞ

RCDx
> 0 (36)

aNþi ¼
RP� ðxe � xNþ1�iÞ

RCDx
> 0 (37)

where i ¼ 2; 3;…;N. Trivially ai > 0 and from Eq. (3) we know
aNþi > 0. Since Dx is enough small in comparison to xe � xi and
RP� ðxe � xNþ1�iÞ, then ai � a > 0 and aNþi � a > 0. The char-
acteristic equation of the system dynamics equals

GðsÞ ¼
Y2N

i¼2
i6¼Nþ1

ðsþ ai � aÞ � k0k1

Y2N

i¼2
i6¼Nþ1

ai ¼ 0 (38)

Occurrence of one eigenvalue at zero is guaranteed if k0 and k1

are redefined as follows:

k00 ¼ jk0 (39)

k01 ¼ jk1 (40)

where

j ¼
Y2N

i¼2
i6¼Nþ1

ffiffiffiffiffiffiffiffiffiffiffiffiffi
ai � a
aik0k1

r
(41)

Remark 2. One requires the discretized model to retain a
“conservation of matter” property, meaning that the TCLs do not
disappear or appear over time. This mathematically means that
the discretized equations should have a pole at the origin. Since
the TCL population is not changing, when numerical simulations
based on the finite-difference method are conducted, the boundary
conditions of Eqs. (20) and (21) need to be corrected by replacing
Eqs. (22) and (23) with Eqs. (39) and (40), respectively. The cor-
rector j defined by Eq. (41) guarantees that a pole happens at zero
at each time step and the TCL population remains unchanged dur-
ing the course of simulation.

We present the approximate location of the other poles of the
corrected discretized equation in order to show the stability of the
discretized system dynamics. A low number of temperature bins
does not generate a precise model to reconstruct the system
characteristics. Our numerical analysis shows that for N< 4 the
discretized equations do not catch the system dynamics.

Fig. 5 The method of finite difference applied for discretization
of the transport PDEs to use in numerical simulations
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Assume N¼ 4, then the system characteristic equation of
Eq. (38) after using Eqs. (39) and (40) and neglecting a gives

GðsÞ ¼ s6 þ 3b1s5 þ ð3b2
1 þ b2 þ b3 þ b4Þs4þ

þ ðb3
1 þ 2b1ðb2 þ b3 þ b4ÞÞs3þ

þ ðb2
1ðb2 þ b3 þ b4Þ þ b2b3 þ b2b4 þ b3b4Þs2

þ b1ðb2b3 þ b2b4 þ b3b4Þs (42)

where

b1 ¼
P

CDx
(43)

bi ¼ aiðb1 � aiÞ > 0; i ¼ 2; 3; 4 (44)

We rewrite Eq. (42) as follows:

GðsÞ ¼ sðsþ b1ÞĜðsÞ (45)

where

ĜðsÞ ¼ s4 þ 2b1s3 þ ðb2
1 þ b2 þ b3 þ b4Þs2þ

þ b1ðb2 þ b3 þ b4Þsþ b2b3 þ b2b4 þ b3b4 (46)

which indicates one pole at zero and another pole at �b1 which
its place on the real axis is inversely related to the temperature bin
width, Dx. Assume

b2 þ b3 þ b4 ¼
b2

1

2
ð1� cos wÞ (47)

b2b3 þ b2b4 þ b3b4 ¼
b4

1

8
ð1� cos wÞ (48)

which gives

ĜðsÞ ¼
Y4

n¼1

sþ b1

2
ð1þ expðj/nÞÞ

� �
(49)

where

/n 2
w
2
;p� w

2
;pþ w

2
; 2p� w

2

� �
; n ¼ 1; 2; 3; 4 (50)

Since r is very small in comparison to xe and xsp, we can approxi-
mate a2 ¼ a3 ¼ a4, then an estimate of w using Eqs. (47) and (48)
is obtained

w ¼ 2p
3

(51)

The other solution, w¼ 0, is affiliated with s¼ 0 and s ¼ �b1. For
N � 4, where N is an even number, the system poles are approxi-
mated as

pi 2 0;� b1

2
ð1þ expðj/ÞÞ;�b1

� �
; i ¼ 1; 2;…; 2N � 2 (52)

where

/ ¼ 6k0
p

N � 1

� �
; k0 ¼ 1; 2;…;N � 2 (53)

which defines a circle with center of ð�b1=2; 0Þ and radius of
�b1=2. This result is in keeping with Remark 1. Reducing Dx to-
ward zero pushes the pole locus radius toward infinity and

ultimately the imaginary axis will become a part of the pole locus
with the origin a part of the locus.

Applying the method of finite difference to the TCL dynamics
of Eqs. (20) and (21), when all the TCL units are located inside
the deadband, creates the linear state-space of Eqs. (34) and (35)
which can be written in matrix form

dn
dt
¼ An; A 2 R2N�2 �R2N�2 (54)

where

n ¼ ½l2; l3;…;lN ;lNþ2; lNþ3;…;l2N �T (55)

Discretizing Eq. (54) with the time step of Dt generates

nn ¼ Ânn�1; Â ¼ ðIð2N�2Þ�ð2N�2Þ þ ADtÞ (56)

and the eigenvalues of Â vary between one and 1� b1Dt. The sys-
tem of Eq. (56) is stable for

1� b1Dt � �1 (57)

Also, recall that N ¼ 2r=Dx and N � 4, hence

P

2C
Dt � Dx � r

2
(58)

which indicates the relationship between the time and temperature
steps to guarantee stability of Eq. (56). The time constant of the
TCL population satisfies RC � Ls, where Ls is a positive finite
number. The time step needs to be considerably smaller than the
least time constant, Dt� Ls.

Remark 3. Equations (34) and (35) represent space discretiza-
tion of the system dynamics of Eqs. (20) and (21), where the tem-
perature bin width is Dx ¼ 2r=N. We approximate the location of
the system poles as Eq. (52) for an even number of temperature
bins, N ¼ 2k � 4, where k ¼ 2; 3;…, which indicates that all the
system poles are distributed evenly on a circle in the complex
plane with the center of ð�b1=2; 0Þ and radius of b1=2. The angu-
lar distribution is defined by Eq. (53). Regardless of variation in
system physical parameters as long as Dx is the same, the normal-
ized pole locus remains the same. Furthermore, when time discre-
tization is applied, if Eq. (58) is satisfied then the system
dynamics remain stable.

We compare our aggregate PDE-based model (9) against a
Monte Carlo (MC) model generated from Eqs. (1) and (2). TCL
units are initially distributed evenly between on and off units in
the deadband in ten groups, m¼ 10. The characteristic parameters
are defined as Ri ¼ R0f ðiÞ;Ci ¼ C0f ðiÞ;Pi ¼ P0=f ðiÞ; and
gi ¼ g0=f ðiÞ, where R0 ¼ 2 �C/kW, C0 ¼ 1 kWh/ �C, P0 ¼ 10
kW, g0 ¼ 2:5, and f ðiÞ ¼

ffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffiffi
20=ð10þ iÞ

p
for i ¼ 1; 2;…; 10. The

normalized parameters are shown in Fig. 6. Temperature values
are given as xsp ¼ 24 8C, r¼ 1 �C, and xe¼ 35 8C. For parameter

Fig. 6 Normalized physical parameters
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selection, see Refs. [11,13]. Since smaller RC means fast power
dissipation, we choose Pi varying in the opposite direction of R
and C. Also, for simplicity, we chose the power efficiency to be
the same all over the TCL groups and equal P=g ¼ 4. We dis-
cussed the effect of time and temperature steps on stability of dis-
cretized dynamics. Trivially, smaller values for Dt and Dx which
satisfy Eq. (58) increase precision of the discretized model. TCL
population, also, plays an important role in model precision.
Hence, we compare the performance of the PDE-based against the
MC model for different TCL populations. Our comparison func-
tion is relative error in energy estimation from time zero to time
tf¼ 2 hr defined as

error :¼
ðtf

0

jyPDEðtÞ � yMCðtÞj
yMCðtÞ

dt (59)

As Fig. 7 shows the error remains considerably small even for low
TCL population. Populations more than 10,000 TCLs show the
same error. In the following simulations, we assume 40,000 TCL
units divided in ten homogeneous groups.

We present our first group of simulations to verify our proposed
model and the results of Remarks 2 and 3. Figure 8 shows the sys-
tem response to a step change in the set-point temperature from
24.5 �C to 24 �C with r¼ 1 �C. The proposed PDE-based model
accurately captures the power dynamics of the HrTCL population.
Figure 9 shows that after passing transient TCL units distribute
uniformly from xL to xH. We remind the reader that there is no
TCL unit outside the deadband region. The normalized poles of
the system under the proposed parameter distribution of Fig. 6 are
evenly distributed on a unit circle as shown in Fig. 10.

In the next section, we use the proposed model to design a ref-
erence tracking control to achieve power control in HrTCL
populations.

5 Control Design and Stability Analysis

While the control actuators are distributed across the TCL units,
a supervisory system can manipulate the set-point temperature
and deadband width simultaneously to control the aggregate
power consumption. The deadband width changes the power con-
sumption curve to a lower extent. Sudden increases in power
demand caused by dramatic fluctuation in environmental tempera-
ture or high transient peaks after power outage periods could
potentially put the entire system at risk. Hence, the presence of a
power control algorithm is necessary.

Various control algorithms for TCLs have been reported in the
literature [1,4,8,10]. Bashash and Fathy [1] reported aggregate
power control using SMC algorithm. Their proposed algorithm is
based on simplified PDEs with averaged parameters for homoge-
neous TCL populations. Here, we show that a linear integral out-
put feedback applied to the set-point temperature guarantees fast
tracking of reference power provided that the integrator gain is
selected properly. We design our control based on the coupled
transport PDE model of Eq. (9), obtained for an arbitrary large
number of HrTCLs, with the boundary conditions of Eqs. (12),
(13), (16), and (17).

Using Eq. (18) and denoting the flux equation of Eq. (6) on xH

and xL boundaries, we can calculate the variation of the number of
on units versus time as follows:

Fig. 7 Variation of error between PDE and MC model versus
TCL population

Fig. 8 System response to a step change in the set-point tem-
perature from 24.5 �C to 24 �C with r 5 1 �C for (solid) our pro-
posed PDE-based and (dashed) the MC model for 40,000 HrTCL
units

Fig. 9 TCL population uniformly distributes after transient is
passed

Fig. 10 For a constant N, normalized pole locus remains the
same regardless of parameter variation as shown in Fig. 6
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dq
dt
¼ u0bðxHÞ þ u1bðxLÞ � l0bðxHÞ _xH � l1bðxLÞ _xL (60)

The number of off units turning on equals u0bðxHÞ and the number
of on units turning off equals �u1bðxLÞ. The last two terms are
added to consider the effect of time-varying set-point temperature.
Assume the switch deadband, r, is fixed, and the rate of the set-
point temperature is controlled by input u

_xsp ¼ u (61)

We use Eq. (60) to calculate the time derivative of the consumed
power (19)

_y ¼ �c1ðtÞu� c2ðtÞxsp þ c3ðtÞrþ c4ðtÞ (62)

where

c1ðtÞ ¼
Xm

i¼0

Pi

gi

ðli;1bðt; xLÞ þ li;0bðt; xHÞÞ (63)

c2ðtÞ ¼
Xm

i¼1

Pi

giRiCi
ðli;1bðt; xLÞ þ li;0bðt; xHÞÞ (64)

c3ðtÞ ¼
Xm

i¼1

Pi

giRiCi
ðli;1bðt; xLÞ � li;0bðt; xHÞÞ � c2ðtÞ (65)

c4ðtÞ ¼
Xm

i¼1

Pi

giRiCi
ððxeðtÞ � RiPiÞli;1bðt; xLÞ þ

þ xeðtÞli;0bðt; xHÞÞ � xeðtÞc2ðtÞ (66)

5.1 Output Feedback Design. Let yr and e ¼ y� yr be the
reference power and reference tracking error, respectively. Define
the output feedback

uðtÞ ¼ ceðtÞ (67)

where c > 0. The error dynamics become

_eðtÞ ¼ �cc1ðtÞeðtÞ þ c4ðtÞ þ rc3ðtÞ � xspc2ðtÞ � _yr (68)

which gives

d

dt
jej ¼ �cc1jej þ ðc4 þ rc3 � xspc2 � _yrÞsignðeÞ

� �cc1jej þ jc4 þ rc3 � xspc2 � _yrj
� �cc1jej þ jc2jjxe � xsp þ rj þ j _yrj

(69)

where jeðtÞj is the absolute value of the error.
Note that c1ðtÞ indicates the accumulated absolute power varia-

tion on the switch boundaries and it is positive and bounded under
normal working conditions

L1 � c1ðtÞ � U1 (70)

where L1 and U1 are positive finite numbers. Given RC � Ls > 0,
we can show that c2ðtÞ is bounded

0 < jc2ðtÞj �
U1

Ls
(71)

We assume

jxe � xsp þ rj � Ux (72)

j _yrj � Uy (73)

where Ux and Uy are finite positive numbers. Using Eqs.
(70)–(73), we rewrite Eq. (69) as follows:

d

dt
jej � �cL1jej þ

U1Ux

Ls
þ Uy (74)

and by applying the comparison principle [17], we get

jeðtÞj � jeð0Þjexpð�cL1tÞ þ U1Ux

L1Ls
þ Uy

L1

� �
1

c
(75)

Note that U1Ux=ðL1LsÞ þ Uy=L1 is of the order of O(1) and
Eq. (75) is simplified as

jeðtÞj � jeð0Þjexpð�cL1tÞ þ O
1

c

� �
(76)

If the feedback gain, c > 0, is large enough, then the error set-
tles down to a small neighborhood around zero and reference
tracking is achieved. The inverse of c defines the neighborhood
width. Higher feedback gains reduce the steady-state error. How-
ever, a large feedback gain may drive the set-point temperature
outside the working region of ½xmin; xmax�, particularly in response
to large step changes in the reference power. Also, large feedback
gains create chattering around the reference power during steady
state. Hence, we suggest the reader to select the feedback gain
moderately with respect to the reference power and environmental
temperature variation.

5.2 State-Feedback Design. The proposed control of Eq.
(67) sacrifices tracking precision in favor of the implementation
and design simplicity of output feedback. One may alternatively
use a state-feedback control to achieve perfect reference tracking.
Denote a Lyapunov function as

VðtÞ ¼ 1

2
e2ðtÞ (77)

Define the following state-feedback rule:

uðtÞ ¼ ceðtÞ � c2ðtÞxsp � c3ðtÞr� c4ðtÞ þ _yr

c1ðtÞ
(78)

where ciðtÞ for i ¼ 1; 2; 3; 4 require state measurements according
to Eqs. (63)–(66). Particularly, the population of units inside the
deadband which are changing state from on to off or vice versa
needs to be measured. Due to continuous evolution of the units
between on and off state, temperature monitoring and measure-
ment of all the TCL units regardless of their temperature level are
required to implement the state feedback.

Taking the time derivative of the Lyapunov function

_VðtÞ ¼ _eðtÞeðtÞ
¼ �cc1ðtÞe2ðtÞ � 0 (79)

which proves that the error uniformly asymptotically goes to zero.
Using Eqs. (63)–(66), we can show that

c2ðtÞxsp � c3ðtÞr� c4ðtÞ þ _yr

c1ðtÞ
� Ux

Ls
þ Uy

L1

� cjeðtÞj (80)

which predicts that Eq. (67) is a good estimate of the state-space
control feedback of Eq. (78). Moreover, the closed-loop perform-
ance improvement and difficulties attached with implementing a
state-feedback control, which requires a considerable amount of
temperature measurement, may not justify the idea of a state-
feedback control.
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As shown in Sec. 3, the system dynamics (9) in combination
with Eqs. (12), (13), (16), and (17) are stable for every
xsp 2 ½xmin; xmax�.

We summarize the results of the power control design in the
following theorem.

THEOREM 1. Consider an HrTCL population modeled by trans-
port PDEs (9), coupled through the boundary conditions (12),
(13), (16), and (17) with power consumption defined as Eq. (19).
Assume the accumulated absolute power variation at xL and xH is
bounded by Eq. (70) and environmental temperature, xe, and the

reference power, yr, satisfy Eqs. (72)and (73), respectively. Also,
the time constant of TCLs satisfies RC � Ls > 0. Then, the output
feedback control of Eq. (67) with c > 0 governs the power con-
sumption to an Oð1=cÞ-neighborhood of yr. A state-feedback con-
trol law as defined by Eq. (78) results in uniform asymptotic
stability of the error dynamics.

6 Simulation Results

According to our discussion in Sec. 5 about output- and state-
feedback design and their differences, we continue our work with
output feedback control (67). We present simulation results to
show the effectiveness of our proposed modeling and output
feedback algorithm using the model and parameters presented in
Sec. 4 with c ¼ 0:01. We assume, at the initial point, all units are
located inside the deadband and evenly distributed between on
and off states. We use the MC model to certify the credibility of
the proposed control algorithm.

We present three different scenarios in this section: (1) Output
tracking for step changes in the reference power, (2) power shap-
ing under daily temperature variation, and (3) power outage and
transient analysis.

Reference tracking performance is shown in Fig. 11 for step
changes in power at time t¼ 4 hrs from 80 MW to 90 MW and
then back to 80 MW at t¼ 8 hrs. Deadband adaptation over time is
shown in Fig. 12. Due to slow response time of the system and ini-
tial distribution of the TCL units, set-point temperature varies
slowly. The proposed control algorithm updates the set-point tem-
perature slightly at each time step to maintain the power at a fixed
level.

Next, we apply a daily environmental temperature curve, as
shown in the top part of Fig. 13 for Phoenix, AZ, from July 13th

Fig. 11 Reference tracking for step changes in power level

Fig. 12 Spatial distribution of TCL units remains practically
uniform in the deadband. White line shows set-point evolution.

Fig. 13 (Top) Hourly variation of environmental temperature in
Phoenix, AZ, from July 13th 6:00 a.m. until July 14th 6:00 a.m.,
2013 [18]. (Bottom) Variation of power versus time for (dashed)
open-loop and (solid) closed-loop system. The customer
designs the power steps according to his/her priorities.

Fig. 14 Evolution of the deadband and TCL population versus
time. White line shows set-point evolution.

Fig. 15 Power outage happens from t 5 1 hr to t 5 1.5 hr. Power
consumption for (dashed) open-loop and (solid) closed-loop
system.
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6:00 a.m. until July 14th 6:00 a.m., 2013 [18], to evaluate the per-
formance of our power control technique. We present the response
of our proposed control compared to the open-loop scenario in the
bottom part of Fig. 13. The controller successively maintains the
system at the user-defined power levels. Adaptation process of the
deadband and TCL population is shown in Fig. 14. We do not
intend to design power shaping algorithms here. The proposed
power steps are designed intuitively. Nevertheless, the user can
design more sophisticated reference power steps using predictive
control algorithms to mitigate both peak power and rate payer
discomfort.

Natural and/or man-made disasters could halt power flow. The
peak power after power restoration could potentially put the sys-
tem at risk. As shown in Fig. 15, a half an hour power outage,
from t¼ 1 hr to t¼ 1.5 hr, causes all the TCL units to turn on with
a slight delay which forces high-power demand on the power net-
work. This is due to TCL heating beyond xH. Moreover, the delay
location, if matched with the peak demand, creates even more
challenges with issues regarding the stability of the power net-
work. Our proposed control dramatically reduces the peak power
and governs the system to the reference power by slightly chang-
ing the set-point temperature as shown in Fig. 16. As shown in
Fig. 17, without the power control the deadband remains static
and TCL population experiences high density for on units right

after power is restored. This causes high peak power during tran-
sient and low-frequency oscillation in steady-state power demand.

7 Conclusions

We model heterogeneous populations of TCLs using parame-
terized transport PDEs coupled on the switch deadband bounda-
ries. This work presents an analytically derived state-space model
of heterogenous TCL (HrTCL) populations. The proposed model
facilitates the precise simulation of various real-life scenarios in
HVAC systems. The model uses parameterization to consider the
effect of heterogeneity in the physical characteristics of the TCL
system. We investigate model stability, apply the finite-difference
method, and present guidelines to guarantee the numerical stabil-
ity of the discretized dynamics. As shown in the reported simula-
tions, the model effectively predicts system performance under
daily variation of environmental temperature and power outage
enforced by load management programs. Moreover, we have
shown that the reference power tracking problem for the HrTCL
system can be solved using a linear integrator with a proper gain.
The simulation results demonstrate the effectiveness of the pro-
posed control algorithm.

References
[1] Bashash, S., and Fathy, H. K., 2013, “Modeling and Control of Aggregate Air

Conditioning Loads for Robust Renewable Power Management,” IEEE Trans.
Control Syst. Technol., 21(4), pp. 1318–1327.

[2] Moura, S., Ruiz, V., and Bendtsen, J., 2013, “Modeling Heterogeneous Popula-
tions of Thermostatically Controlled Loads Using Diffusion-Advection PDEs,”
ASME Dynamic Systems and Control Conference, ASME Paper No.
DSCC2013-3809.

[3] Moura, S., Bendtsen, J., and Ruiz, V., 2013, “Observer Design for Boundary
Coupled PDEs: Application to Thermostatically Controlled Loads in Smart
Grids,” IEEE Conference on Decision and Control, pp. 6286–6291.

[4] Zhang, W., Lian, J., Chang, C.-Y., and Kalsi, K., 2013, “Aggregated Modeling
and Control of Air Conditioning Loads for Demand Response,” IEEE Trans.
Power Syst., 28(4), pp. 4655–4664.

[5] Lu, N., and Chassin, D. P., 2004, “A State-Queueing Model of Thermostatically
Controlled Appliances,” IEEE Trans. Power Syst., 19(3), pp. 1666–1673.

[6] Chassin, D. P., and Fuller, J. C., 2011, “On the Equilibrium Dynamics of
Demand Response in Thermostatic Loads,” 44th Hawaiian International Con-
ference on System Sciences, pp. 1–6.

[7] Kalsi, K., Chassin, F., and Chassin, D., 2011, “Aggregate Modeling of Thermo-
static Loads in Demand Response: A Systems and Control Perspective,” IEEE
Conference on Decision and Control and European Control Conference, pp.
15–20.

[8] Callaway, D. S., 2009, “Tapping the Energy Storage Potential in Electric Loads
to Deliver Load Following and Regulation, With Application to Wind Energy,”
Energy Convers. Manage., 50(5), pp. 1389–1400.

[9] Soudjani, S. E. Z., and Abate, A., 2013, “Aggregation of Thermostatically Con-
trolled Loads by Formal Abstractions,” European Control Conference, pp.
4232–4237.

[10] Koch, S., Mathieu, J. L., and Callaway, D. S., 2011, “Modeling and Control of
Aggregated Heterogeneous Thermostatically Controlled Loads for Ancillary
Services,” 17th Power Systems Computation Conference, pp. 961–968.

[11] Mortensen, R. E., and Haggerty, K. P., 1990, “Dynamics of Heating and Cool-
ing Loads: Models, Simulation, and Actual Utility Data,” IEEE Trans. Power
Syst., 5(1), pp. 243–249.

[12] Malham�e, R., and Chong, C.-Y., 1985, “Electrical Load Model Synthesis by
Diffusion Approximation of a High-Order Hybrid-State Stochastic System,”
IEEE Trans. Autom. Control, AC-30(9), pp. 854–860.

[13] Ihara, S., and Schweppe, F. C., 1981, “Physically Based Modeling of Cold
Load Pickup,” IEEE Trans. Power Appar. Syst., PAS-100(9), pp. 4142–4150.

[14] Chong, C. Y., and Debs, A. S., 1979, “Statistical Synthesis of Power System
Functional Load Models,” IEEE Conference on Decision and Control, pp.
264–269.

[15] Sanandaji, B. M., Hao, H., and Poolla, K., 2014, “Fast Regulation Service Pro-
vision Via Aggregation of Thermostatically Controlled Loads,” 47th Hawaii
International Conference on System Sciences, pp. 2388–2397.

[16] Hao, H., Sanandaji, B. M., Poolla, K., and Vincent, T. L., 2015, “Aggregate
Flexibility of Thermostatically Controlled Loads,” IEEE Trans. Power Syst.,
30(1), pp. 189–198.

[17] Khalil, H. K., 1996, Nonlinear Systems, 2nd ed., Englewood Cliffs, Prentice
Hall, NJ.

[18] Wunderground, 2013, “Weather History for Phoenix,” http://www.wunder
ground.com/history/airport/KPHX/2013/7/13/DailyHistory.html

Fig. 16 Evolution of the deadband and TCL population during
power control. White line shows set-point evolution.

Fig. 17 Static deadband and TCL population without power
control. A large TCL population is turning on as power is
restored.

Journal of Dynamic Systems, Measurement, and Control OCTOBER 2015, Vol. 137 / 101009-9

Downloaded From: http://dynamicsystems.asmedigitalcollection.asme.org/ on 08/19/2017 Terms of Use: http://www.asme.org/about-asme/terms-of-use

http://dx.doi.org/10.1109/TCST.2012.2204261
http://dx.doi.org/10.1109/TCST.2012.2204261
http://dx.doi.org/10.1115/DSCC2013-3809
http://dx.doi.org/10.1109/CDC.2013.6760883
http://dx.doi.org/10.1109/TPWRS.2013.2266121
http://dx.doi.org/10.1109/TPWRS.2013.2266121
http://dx.doi.org/10.1109/TPWRS.2004.831700
http://dx.doi.org/10.1016/j.enconman.2008.12.012
http://dx.doi.org/10.1109/59.49112
http://dx.doi.org/10.1109/59.49112
http://dx.doi.org/10.1109/TAC.1985.1104071
http://dx.doi.org/10.1109/TPAS.1981.316965
http://dx.doi.org/10.1109/TPWRS.2014.2328865
http://www.wunderground.com/history/airport/KPHX/2013/7/13/DailyHistory.html
http://www.wunderground.com/history/airport/KPHX/2013/7/13/DailyHistory.html

	s1
	l
	s2
	E1
	E2
	E3
	E4
	E5
	E6
	F1
	F2
	F3
	E7
	E8
	E9
	E10
	E11
	E12
	E13
	E14
	E15
	E16
	E17
	E18
	E19
	s3
	E20
	E21
	E22
	E23
	E24
	E25
	F4
	E26
	E27
	E28
	E29
	E30
	E31
	E32
	E33
	s4
	E34
	E35
	E36
	E37
	E38
	E39
	E40
	E41
	F5
	E42
	E43
	E44
	E45
	E46
	E47
	E48
	E49
	E50
	E51
	E52
	E53
	E54
	E55
	E56
	E57
	E58
	F6
	E59
	s5
	F7
	F8
	F9
	F10
	E60
	E61
	E62
	E63
	E64
	E65
	UE1
	E66
	s5A
	E67
	E68
	E69
	E70
	E71
	E72
	E73
	E74
	E75
	E76
	s5B
	E77
	E78
	E79
	E80
	s6
	F11
	F12
	F13
	F14
	F15
	s7
	B1
	B2
	B3
	B4
	B5
	B6
	B7
	B8
	B9
	B10
	B11
	B12
	B13
	B14
	B15
	B16
	B17
	B18
	F16
	F17

